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Procurement Data Sheet no. 24 of 26.06.2026 

SECTION I: CONTRACTOR  

I.1 NAME, ADDRESS AND CONTACT 

Name: PORR Construct S.R.L 

Headquarters - Bucharest, Bd. Dimitrie Pompeiu 5-7, Metroffice Building, 020335, Sector 2 

Contact point: Porr Construct Site Organization SP4 – Sat Bălteni, str. Principală, FN, Tigveni, jud. Argeș 

Fax: 021 312 65 01, 0348 731 015 

Contact: Procurement Office 

E-mail: SP4@porr.ro 

 

Information may be obtained at: Contractor's contact point mentioned before or by the transmittal by the 

potential bidders of the data requests at the fax number mentioned above 

Specific and/or additional documents may be obtained from: 

 Contractor’s contact point mentioned above  

Bids shall be submitted/transmitted at:  

 Contractor's contact point mentioned before, in original, in sealed envelope, 

with acknowledgement of receipt, no later than 03.07.2026, 12:00. 

SECTION II: OBJECT OF THE CONTRACT 

II.1 DESCRIPTION : 

II.1.1 Contract Name: 

Sibiu - Pitești Motorway, Section 4 Tigveni - Curtea de Argeș 

Installation of a radio system, public address system, and intercom system for the Momaia tunnel. 

II.1.2 Contract(s) type: 

- Works execution contract 

II.1.3 The procedure implies 

The signing of an agreement: 

- Signing a works execution contract with an economic operator 

II. 1.4 Data related to the contract(s): 

Contract with one economic operator 

Currency: LEI/EUR 

II.1.5 Short description of the contract or procurement: 

The initial solution specified in the detailed design allowed TETRA radio communications for the following 

services: police, emergency rescue services, fire brigade, maintenance services, and public radio broadcasting, 

with the possibility of re-broadcasting within the tunnel at least four public FM radio channels, as well as DAB+ 

broadcasts. 

Subsequently, modifications to the detailed design were requested in order to address several additional technical 

aspects (see Section II.2.2 below). 

II.1.6 CPV classification: 

45314000-1 – installation of telecommunication equipment 
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II.2 QUANTITY OR SCOPE OF THE CONTRACT 

II.2.1 Scope of the Contract 

The subject matter of this procurement procedure is the installation and implementation of the radio system, 

public address system, and intercom system for the Momaia tunnel, related with the investment project Sibiu–

Pitești Motorway, Section 4: Tigveni – Curtea de Argeș. 

II.2.2 Categories of works necessary within the scope of the work are: 

Item description 

The scope of services includes: 

• RADIO COMMUNICATION SYSTEM 

- External communication antenna system: antennas for connection to external radio relay stations 

used by the police, emergency services, road maintenance services, and public radio communication 

services, including a mast, as well as an additional antenna system with a 12 m high mast; power 

supply and communications included. 

- Climate-controlled telecommunications shelter for radio communication equipment. 

- Main radio station installed in 19-inch racks, providing communication with the external LTE PPDR 

(Public Protection and Disaster Relief) radio network; 3 × 5 MHz, 700/800 MHz. 

- Tunnel radio amplification substation installed in a 19-inch rack. Supplies 2 leaky feeder cable lines. 

Connected to the main station via single-mode (SM) optical fiber cables. Designed for the LTE PPDR 

radio system; 3 × 5 MHz, 700/800 MHz. 

- Multicoupler upgrade for an extended frequency range covering LTE PPDR and mobile network 

operators, 900–2100 MHz. 

- 1¼-inch and 7/8-inch leaky feeder cables, including connectors, termination loads, splitters, 

mounting hardware, and installation materials. Coverage of the main tunnel tube, service tunnel 

tube, and cross passages. All cables shall be LSZH (Low Smoke Zero Halogen). 

- 7/8-inch and 1/2-inch coaxial feeder cables, including connectors, termination loads, splitters, 

mounting hardware, and installation materials. 

- 24-core optical fiber for the radio communication system, including splicing and testing for STS 

(Special Telecommunications Service) and mobile network operators. 

- Server for the radio communication system, public address system, and emergency call system, 

including a voice recording unit and a pre-recorded message unit. Software integration into the 

tunnel control and monitoring system and the integrated tunnel SCADA system. Combined IP PoE 

operator consoles for the radio communication, public address, and emergency call systems. UTP 

patch cables included. 

- Commissioning and SCADA integration. 

• PUBLIC ADDRESS SYSTEM 

- North-West Amplification Station: PA amplifier; IP input (IoIP/VoIP); 100 V ELA output, 125 W, Class 

D; SNMP management; 19-inch rack-mounted. 

- South-East Amplification Station: PA amplifier; IP input (IoIP/VoIP); 100 V ELA output, 125 W, Class 

D; SNMP management; 19-inch rack-mounted. 

- 30 W horn loudspeaker, IP66 rated, two-way speaker, 100 V line transformer with 4 power taps, 

impact-resistant ABS housing in RAL 7035, ceramic terminal block and thermal fuse, stainless steel 

mounting bracket; DK-MH 30/T. 

- Mounting bracket for 2 loudspeakers, V4A stainless steel, 700 × 240 mm (L × W), including anchoring 

accessories for installation and an IP65 cable termination box. 
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- Tunnel amplification substations – cross passages: PA amplifier; IP input (IoIP/VoIP); 100 V ELA 

output, 50 W, Class D; SNMP management; 19-inch rack-mounted. 

- 20 W sound projector, IP66 rated, 100 V line transformer with 4 power taps, impact-resistant ABS 

housing in RAL 7035, ceramic terminal block and thermal fuse, including V4A stainless steel mounting 

bracket; DK-30T. 

- N2XH 2 × 1.5 mm² cable. 

- Measurement of the STI (Speech Transmission Index) parameters of the public address system in 

accordance with RVS requirements, and preparation of the corresponding report. 

- Commissioning and SCADA integration. 

• EMERGENCY CALL AND INTERCOM SYSTEM 

- IoIP/VoIP interface. 

- Emergency call terminal integrated into the emergency call niche. 

- Emergency call terminal integrated into the emergency call cabinet located at the tunnel portal. 

- Emergency call terminal. 

- Prefabricated emergency call niche for tunnel installation, in accordance with RVS 09.02.22. 

- Emergency call station post. 

- Emergency call cabinet in the portal area. 

- SOS push button. 

- Door opening detection limit switch. 

- UTP CAT6 patch cable, 1.5 m. 

- J-H(St)H...Bd 2 × 2 × 0.8 cable. 

- N2XCH-J 3 × 2.5 mm² cable. 

- Commissioning and SCADA integration. 

Prices shall be quoted in RON/EUR. 

II.3 ADJUSTMENT OF CONTRACT PRICE 

The Contract Price shall remain fixed during the entire duration of the contract. 

SECTION III: LEGAL, ECONOMIC, FINANCIAL AND TECHNICAL DATA 

III.1 Conditions related to the Contract 

III.1.1 Bid Bond 

Not applicable 

 

III.1.2 Performance Security 

Not applicable 

III.2 Bid Conditions 

III.2.1 Capacity to exercise the professional activity 

The bidding economic operators must produce the proof of their being validly established and incorporated 

according to the law in the residence country, revealing that the economic operator has been legally founded. 
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SECTION IV: PROCEDURE 

IV.1.1 Type of procedure 

Call for Proposals 

IV.1.2 Development of the Awarding Procedure 

Bids shall be submitted/sent in sealed envelope, with acknowledgement of receipt, at Contractor’s contact point 

until the date and time set by the call published on Contractor’s official website www.porr.ro (no later than 

03.07.2026, at 12:00) 

IV.2.1 Awarding Criteria 

The lowest price. 

IV.2.2 Calculation algorithm: 

The lowest price without VAT, from the prices of the admissible bids, according to the documents provided upon 

the request of the bidders.  

SECTION V: ADMINISTRATIVE DATA 

V.1 Language(s) for the drafting of the bid/application/project or the participation application 

Romanian 

Currency for the financial proposal: LEI/EUR 

V.2 Minimum period for the bid to be kept valid by the bidder 

60 days 

SECTION VI: SUBMISSION OF THE BID 

VI.1 Submission of the Financial Proposal 

The bid shall include the financial offer in accordance with the technical documentation. The bid shall be firm 

and binding throughout its validity period and must be signed, under the bidder’s own responsibility, by the bidder 

or by a person duly authorized by the bidder to do so. 

 

http://www.porr.ro/

